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PIR Sensitivity

The Pulse count jumper provides control for normal or difficult operating environments subject to temperature
fluctuations that may cause false alarms.
 
   •  count mode (right 2 pins) is more sensitive to minor temperature variations, and should be used in areas where variant heatSingle Pulse
       sources will not cause false alarms.

   •  count mode (left 2 pins) is the factory default because it allows more reliable operation in environments subject toAutomatic Pulse
      temperature fluctuation 
     

Fixed / Variable Sleep Time

The sleep time jumper setting provides control for normal or high-traffic operating environments.

   •  (left 2 pins) senses motion and transmits an alarm, then goes into sleep mode for 3 minutes and will only sense motionFixed Mode
       when the 3 minute sleep timer has expired. Fixed mode is recommended for normal operating environments.

   •  (right 2 pins) senses motion it will transmit the alarm, then enter sleep mode for 3 minutes. If motion is sensed beforeVariable Mode
      the sleep time has expired, it will restart the sleep timer. Variable mode is recommended for high-traffic operating environments.
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